'KEY NOTES

(E) &" FIRE LINE
(E) 4" FIRE LINE
(E) 4" STANDPIFPE

SUPPLY TO FIRE DEF‘ARTMENT CONNECTION
AT FIRST FLOOR ~

one foot

(E) sUMP PUMP ‘ ,
(N) FIRE SF’RINKLER FLOOR CONTROL A$5EMBLY ( x/FPB l) ’

2" DRAIN - DRAIN TO' RUN TO SUMP : ‘
HORIZONTAL SIDELUALL SPRINKLER AT BOTTOM OF ELEVATOR SHAFT

00006 0000

three inches =

" WORK IN THIS AREA TOBE INCLUDED IN PHASE l WORK

GENERAL NOTES

1 nsms SHOUN ON THIS PLAN DESCRIBE GENERAL LAYOUT REQU!REMENTS

- AND ARE NOT INTENDED TO SHOW A COMPLETE LAYOUT OF REQUIRED FIRE
PROTECTION SYSTEM PIPING AND COMPONENTS. REFER TO ARCHITECTURAL,

; - MECHANICAL AND PLUMBING SHEETS, FIRE PROTECTION SPECIFICATIONS, AS

. R R  WELL AS OTHER PORTIONS OF THE CONTRACT DOCUMENTS FOR ADDITIONAL

(E) DETECTOR L S COORDINATION REQUIREMENTS. ,

CHECK VALVE \ C .

2. THE LAYOUT REQUIREMENTS DESCRIBED IN THESE PLANS SHALL BE
ADHERED TO AS CLOSELY AS POSSIBLE BUT SHALL NOT SUPERSEDED
S e . | CODE CONSTRAINTS AND/OR REQUIREMENTS OF AUTHORITIES HAVING |
(E) FIRE PUMP || URISDICTION (AHU'S). WHERE CODE OR AHJ REQUIREMENTS SUPERSEDE
T | S | ITEMS SHOUN ON THIS PLAN, CONTRACTOR SHALL INCLUDE ALL |
| ASSOCIATED PROVISIONS IN THE BID, AND SHALL MAKE THEM AT NO
ADDITIONAL COST TO OUNER. PROPOSED DEVIATIONS FROM THIS PLAN
SHALL BE SUBJECT TO THE ENGINEER OF RECORD REVIEW AND APPROVAL
PRIOR TO IMPLEMENTATION. - |

~one and one half inches = one foot

—====q

3. ALL AREAS OF THE BUILDING NOT COVERED BY NOTES HEREIN SHALL BE

o S T || FULLY SPRINKLERED IN ACCORDANCE WITH SPECIFICATIONS, NFPA 13, 2012
(BE)BFF A S 1| ED., CITY OF FRESNO FIRE DEPARTMENT REQUIREMENTS, DEPARTMENT OF
| || YETERANS AFFAIRS FIRE PROTECTION DESIGN STANDARDS AND CODE
REQUIREMENTS.

4. IUHERE PLAN IND!CATES EXF’OSED FIRE SF’RINKLER PIPING DIRECTION OF
- LAYOUT, ASSOCIATED CONNECTED FIRE $PRINKLER PIPING RUNNING IN

- PERPENDICULAR DIRECTIONS SHALL BE INSTALLED ONLY N CONCEALED
) LOCATIONS UNLESS INDICATED OTHERLU!&E :

5. INSTALLING CONTRACTOR TO FIELD VERIFY ALL EXISTING CONDITIONS AND
15 RESPONSIBLE FOR PREFPARING A DESIG:N TO ACCONMODATE ALL
EXISTING CONDITIONS o ,

one inch =one foot S
6” o K o

6. EXPOSED FIRE SPRINKLER SYSTEM F’lF’lNG: SHALL BE RUN STRAIGHT AND
- TIGHT TO UNDERSIDE OF STRUCTURAL MEMBERS, AND SHALL NOT OFFSET -
VERTICALLY TO DROF’ BELOU) BEAM$ ‘

SYMBOLS AND DESCRIPTIONS

B SYM| TYFE | FINISH | TEMP iK FACTOR| THRD SIN ¢ MFG ‘T'I‘ODEL- |ESCUTCHEON

SSU | BRASS | 200 56 172" Vi3oQ | YIKING |MICROFAST N/A
HSW BRASS 155 56 2 VK328 | VIKING |MICROFAST N/A
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BASEMENT FIRE SPRINKLER PIPING PLAN
1/8=1-0"
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one quarter inch = one foot
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~ one eighth inch
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